Repair Recirculation Line (January 2018)

Metal Salts (TP Removal and pH Control)

Install System (not installed initially)

Phosphorus Filter

Sample Port

Process Flow Diagram

Scale: None

LEGEND
AF - AUTOMATIC BACK WASH FILTER
AV - ACTUATED VALVE
B - AERATION BLOWER
P - PUMP
PD - PUMPING PUMP
STF - SUBSTANTIAL TANK FILTER
SV - SURFACE RETURN VALVE

ORIGINAL

RECEIVED
MAY 23 2018
STATE OF HAWAII
LAND USE COMMISSION
BUILDING PERMIT SUBMITTAL